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Key Notes
PROVIDE 120V, 20 AMP CIRCUIT TO AHU
INTERIOR LIGHTING. COORDINATE SWITCH
LOCATION WITH EQUIPMENT MANUFACTURER.
CONTRACTOR TO COORDINATE FINAL
MOUNTING LOCATION OF LIGHT FIXTURES
WITH ELEVATOR EQUIPMENT LAYOUT.
PROVIDE 4 ADDITIONAL TYPE F27 FIXTURES
WALL MOUNTED IN ELEVATOR HOISTWAY.
FIXTURES TO BE SERVED FROM CIRCUIT
" LSBHA—7 AND SWITCHED IN MACHINE ROOM.
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